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U.S. Nuclear Regulatory Commission
Attn: Document Control Desk
Washington, DC 20555-0001

Subject: Licensee Event Report 05-005-00
Waterford Steam Electric Station, Unit 3 (Waterford 3)
Docket No. 50-382
License No. NPF-38

Dear Sir or Madam:

Attached is Licensee Event Report (LER) 05-005-00 for Waterford Steam Electric Station
Unit 3. This report provides details of a condition involving a manual Reactor Trip due to
lowering Main Condenser vacuum upon the loss of all running Circulating Water Pumps.
This condition is being reported pursuant to 10CFR50.73(a)(2)(iv)(A) due to manual
actuation of the Reactor Protection System and automatic actuation of the Emergency
Feedwater System.

This report contains no new commitments. If you have any questions, please contact Oscar
Pipkins at (504) 739-6707.

Sincerely,

Licensing Manager

TET/OPP/cbh
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cc: Mr. Bruce S. Mallett
Regional Administrator
U. S. Nuclear Regulatory Commission
Region IV
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011-8064

NRC Senior Resident Inspector
Waterford Steam Electric Station Unit 3
P.O. Box 822

Killona, LA 70066-0751

U. S. Nuclear Regulatory Commission
Attn: Mr. N. Kalyanam

Mail Stop O-07D1

Washington, DC 20555-0001

Wise, Carter, Child & Caraway
ATTN: J. Smith

P.O. Box 651

Jackson, MS 39205

Winston & Strawn

ATTN: N.S. Reynolds

1700 K Street, NW
Washington, DC 20005-3502

Morgan, Lewis & Bockius LLP
ATTN: T.C. Poindexter

1111 Pennsylvania Avenue, NW
Washington, DC 20004

Louisiana Department of Environmental Quality
Office of Environmental Compliance
Surveillance Division

P.O. Box 4312

Baton Rouge, LA 70821-4312

R.K. West, lerevents@inpo.org - INPO Records Center,
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REPORTABLE OCCURRENCE

On November 11, 2005 at 20:34, Waterford 3 manuaIIy tnpped the reactor due to lowering main
condenser vacuum caused by a loss of all Clrculatlng Water Pumps [KE]. Subsequently Emergency
Feedwater Actuation Signals EFAS-1 and EFAS 2 were received due to low Steam Generator levels
actuating the Emergency Feedwater System [BA] The condltlon was reported to the NRC
Operations Center within eight hours. This notification was followed up with a corrected notification
on November 14, 2005 after it was subsequently confi rmed that the condition was reportable under
both four and eight hour reporting criteria. The event was reportable within four hours under criteria
10CFR50.72(b)(2)(iv)(B) for a manual trip of the plant in anticipation of receiving a Reactor
Protection System (RPS) [JC] trip with the Reactor critical. The condition was also reportable within
eight hours in accordance with 10CFR 50. 72(b)(2)(|v)(A) for the automatic actuation of EFAS upon
low Steam Generator levels. The failure to report within four hours was entered in Waterford 3's
Corrective Action Program (CR-WF3-2005 04599). The reactor manual trip is reportable in writing
(Licensee Event Report) within 60 days in accordance with 10CFR50.73(a)(2)(iv)(A) due to the
manual actuation of the RPS and due to the automatlc actuation of the Emergency Feedwater
system.

INITIAL CONDITIONS

Just prior to the initiating events, the plant was operating in Mode 1 at 100% power. There were no
procedures being implemented specific to this condition. There were no Technical Specification
Limiting Conditions of Operation specific to this condition in effect. Three of the four Circulating
Water Pumps were running.

EVENT DESCRIPTION

The CW System provides cooling water to the Main Condenser to condense steam exhausted from
the main turbine, the feedwater turbines [SJ], and condensate drain sources.  The CW System also
provides cooling to the Reactor Coolant System [AB] by cooling steam dumped to the Condenser
through the bypass valves during plant startup and shutdown. The CW System contains four large
pumps. Plant design allows for a minimum of 3 pumps operating during winter and four pumps
operating during summer to obtain 100% power based on river temperature.

On November 11, 2005 at 20:34, while operating at 100% power with three of the four Circulating
Water (CW) Pumps running, the “A” CW Pump discharge valve began to close and at 90% closure
the pump tripped per design. Within 45 seconds, the “B” CW Pump tripped due to automatic
discharge valve closure. At this time the Control Room Supervisor (CRS) directed removing 200
MWs of load from the Main Turbine [TA] at 20 MW per minute. While the Main Turbine was being
adjusted for load removal, CW Pump “D” also tripped due to automatic discharge valve closure. The
CRS directed a manual reactor trip due to no CW Pumps running and rapidly lowering Condenser
vacuum. The reactor was manually tripped at 20:34 and Operations procedure OP-902-000, _
“Standard Post Trip Actions”, was entered. Emergency Feedwater actuation signals EFAS-1 and
EFAS-2 initiated due to low Steam Generator levels. The Operations crew entered Operations
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SAFETY SIGNIFICANCE ‘ | i
The loss of all circulating water pumps resulted rn a Ioss of, condenser vacuum. Operators took
action to initiate a manual reactor trip prior to condenser vacuum dropping to the point at which an
automatic turbine trip would occur. The operator actrons mltlgated the consequences of the loss of
condenser vacuum. : ‘
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FSAR Chapter 15.2.1.3 analyzes a loss of condenser vacuum. The FSAR analysis is conservative,
intended to bound actual plant operation and assumes no Operator action for 30 minutes into the
event. As a resulit, reactor trip occurs on high pressurizer pressure and the RCS safety relief valves
open. The peak RCS pressure for the FSAR loss of condenser vacuum analysis is 2732 psia, which
is below the acceptance criteria of 2750 psia.

The event on November 11, 2005 was S|gn|f icantly less severe than the FSAR loss of condenser
vacuum analysis. Prompt Operator action to initiate a manual reactor trip prior to an automatic
turbine trip on loss of condenser vacdum prevented any significant RCS pressure rise and the RCS
safety valves from opening. Safety equment responded to the reactor trip. Emergency Feedwater
response was appropriate to ensure decay heat removal from the RCS. At all times during the
transient, adequate water level was malntalned in the steam generator to ensure decay heat
removal from the RCS.

The impact on core damage frequency is negligible since the RCS safety valves did not open (there
was no loss of RCS inventory) and multlple additional failures would be necessary for core damage
to occur.

In conclusion, this event is bounded by the loss of condenser vacuum analysis in FSAR Section
156.2.1.3. Prompt Operator action to initiate a manual reactor trip mitigated the consequences of the
transient to be significantly less severe than that presented in the FSAR. Therefore, the safety
significance of this event is small.

This condition is not a Safety SystemHFunctlonal Failure. Per NUREG-1022, Event Reporting
Guidelines, 10 CFR 50.72 and 50.73, there are four safety system functions: ability to shut down the
reactor and maintain it in a safe shutdown condition, ability to remove residual heat, ability to control
the release of radioactive material, and ability to mitigate the consequences of an accident. The
subject condition involved a manual reactor trip and plant shutdown that did not involve a failure of
the plant's ability to achieve the four safety system functions.

SIMILAR EVENTS
A search was performed for other similar reported events-at Waterford 3. No similar events were
identified.

Condition Reports for the Entergy Nuclear South plants dating from 1993 were also searched. No
similar events were identified.
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ADDITIONAL INFORMATION

Energy Industry Identification System (EIIS) codes are identified in the text within brackets [ ].
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